












ITEM NO. 11

October 25, 2002

ERRATA SHEET

CHANGES TO ORDER NO. R8-2002-0077

(Language added is shaded)
(Language deleted is struck out)

1. Order No. R8-2002-0077, page 1 of 19, revise Finding 5 as follows:

5. The daily demand for recycled water by the GAP users varies from a
maximum of approximately 11 mgd in the summer to a minimum of 5 mgd
during wet weather.  During wet winter months, typically December through
April, the tertiary treated recycled water is provided to GAP users by the
Irvine Ranch Water District (IRWD) pursuant to an agreement among with
OCWD, IRWD, and the City of Newport Beach. 

2. Order No. R8-2002-0077, page 5 of 19, RECYCLED WATER QUALITY
SPECIFICATIONS, revise paragraph directly below the title header as shown:

A. Recycled Water Quality Specifications

The use of recycled water shall comply with the following.  Specifications A.2.
through A.5. apply to both recycled water and to recycled water blended with
well water:

3. Order No. R8-2002-0077, page 6 of 19, RECYCLED WATER QUALITY
SPECIFICATIONS, revise sub-paragraph A.1.c. and delete footnote reference 7
and footnote 7, as shown:

c. The average weekly median concentration of total coliform bacteria
measured in the disinfected effluent shall not exceed an MPN of 2.2 per
100 milliliters utilizing.  The average weekly concentration shall be
evaluated using the median of the bacteriological results of the last seven
days7 for which analyses have been completed and the The number of
total coliform bacteria does shall not exceed an MPN of 23 per 100
milliliters in more than one sample in any 30 day period. calendar month.
No sample shall exceed an MPN of 240 total coliform bacteria per 100
milliliters.

Footnote 7.     See Section B. 1. “Compliance Determination.”
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4. Order No. R8-2002-0077, page 7 of 19, RECYCLED WATER QUALITY
SPECIFICATIONS, revise paragraph A.2. as shown:

2. Neither the recycled water nor recycled water blended with well water
that is applied for reclamation shall contain constituent concentration in
excess of the following limit:

Constituent Units
12-Month Average

Maximum Concentration
Total dissolved solids mg/l 1050

5. Order No. R8-2002-0077, page 7 of 19, COMPLIANCE DETERMINATION,
delete paragraph B.1. as shown and renumber following paragraphs accordingly: 

1. Compliance with average weekly and monthly discharge limitations specified
under Recycled Water Quality Specifications A. 1. c. shall be determined
from the average of the analytical results of all samples collected during a
calendar week or month, respectively.

6. Monitoring and Reporting No. R8-2002-0077, page 1 of 5, SUBMITTAL OF
MONITORING AND ANNUAL REPORTS, revise second paragraph of
paragraph A. 2. as follows:

2. By March 1 of each year, the Producer shall submit an annual report to the
Board.  The report shall contain both tabular and graphical summaries of the
monitoring data obtained during the previous calendar year.  The Producer
shall discuss the compliance record and the corrective actions taken or
planned, which may be needed to bring the recycled water into full
compliance with water recycling requirements.

The annual report shall also include a list of the analytical methods
employed for each test and associated laboratory quality assurance/quality
control procedures.  The report shall restate, for the record, the
laboratories used by the Producer to monitor compliance with this Order
and their status of certification. and provide Upon request by Regional
Board staff, the Producer shall also provide a summary of performance.


